W2500 MOUNTING NOTES
THE FOLLOWING APPLY FOR EITHER OVERHEAD OR REAR MOUNTED SYSTEMS:

STRUCTURAL ATTACHMENT:
CLIENT TO PROVIDE SUFFICIENT BACKING FOR LOADS GIVEN PER UNIT.
STRUCTURAL ATTACHMENT LOCATIONS OCCUR AT 1/2" FROM EACH EDGE, AND THEN NO MORE THAN 8'-0" ON CENTER - SEE SHOP DRAWINGS FOR YOUR SPECIFIC HOUSING. HOLES FOR (2) 3/8" FASTENERS PROVIDED AT EACH LOCATION.

SHEETMIND ATTACHMENT:
HOUSINGS MUST BE SECURED TO BACKING ON THE MOUNTING SURFACE AT NO MORE THAN 1'-ON CENTER, (3) FASTENERS PER LOCATION. SOME HOLES FOR #10 SCREWS PROVIDED. SOME REQUIRE DRILLING ON SITE.

W2500 LARGE HOUSING DIMENSIONS
SCALE: 1 1/2" = 1'-0"

W2500 DROPPED CEILING
SMOKE RATED SHOWN
SCALE: 1 1/2" = 1'-0"

W2500 SMALL HOUSING DIMENSIONS
SCALE: 1 1/2" = 1'-0"

W2500 FLUSH COVER
SMOKE RATED SHOWN
SCALE: 1 1/2" = 1'-0"
Heabox AT ROLLER - TOP MOUNT
 SCALE: 1/8" = 1'-0"
 APPROVED FIRE RATED INSTALLATION

Heabox AT ROLLER - FACE MOUNT
 SCALE: 1/8" = 1'-0"
 APPROVED FIRE RATED INSTALLATION

Top Mount w/ Flush Cover
 SCALE: 1/8" = 1'-0"
 APPROVED FIRE RATED INSTALLATION