
CONTROL
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INITIATING
DEVICE

COM N.O.

SWITCH CIRCUIT
(optional) KEYED TEST DEPLOY

2  #18AWG (16,17)

2 #18AWG (14,15)
ALARM CIRCUIT

(max 30 conduit feet from control station)
HOUSING CIRCUITS

1 SG 17021 Master Motor Cable

120VAC, 10A

SERVICE DISCONNECT

SG 12325 End-Of-Line Diode

(optional) DOOR ACTIVATION CIRCUITS
2  #18AWG (11, 13)
2  #18AWG (12, 13)

CURTAIN HOUSING

JUNCTION BOX LOCATION
SG 17049 or 18137

Motor

Edge Sensor Strip
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SLAVE
CONTROL
STATION

(max 12 inches between stations)
MASTER/SLAVE CIRCUITS

1 SG 17040 Slave Motor Cable
1 SG 17016 Comm Cable

120VAC, 10A

Slave Motor

1 SG 17040 Slave Motor Cable

Master Motor

Edge Sensor Strip

Dual motor system required for
curtains 20 ft. wide and greater
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