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SWITCH CIRCUIT
KEYED TEST DEPLOY

2  #18AWG (16,17) SG 12325 End-Of-Line Diode

2 #18AWG (14,15)
ALARM CIRCUIT

(max 30 conduit feet from control station)
FOOT BOX CIRCUITS

1 SG 17470/22691 Footbox Master Motor Cable

(max 30 conduit feet from control station)
HEAD BOX CIRCUITS

1 SG 17469/22690 Headbox Master Motor Cable

(max 12 inches between stations)
MASTER/SLAVE CIRCUITS

1 SG 17016 Comm Cable

17036 Motor

SG 17471/22692 Headbox Slave Motor Cable

SG 17472/22693 Footbox Slave Motor Cable

120VAC, 10A

SERVICE DISCONNECT

120VAC, 10A

(overhead view)

18158 Motor

HEAD BOX 18138 Motor18139 Motor 1 SG 17471/22692 Headbox Slave Motor Cable

1 SG 17472/22693 Footbox Slave Motor Cable


